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WAC = Washington Administrative Code
The legislature creates job performance 
expectations or job duties (RCW’s). The state 
agencies then further define and bring to life 
these performance expectations through writing 
these administrative rules.

RCW = Revised Code of Washington
These are laws written by the state legislature.
The constitution of the State is contained within 
the first portion of the RCW’s.
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EUSERC Specifications
WAC 296-46B-230 Wiring and protection -- Services.

001 General service requirements.

(1) The owner, the owner's agent, or the electrical contractor making the installation must consult the serving 
utility regarding the utility's service entrance requirements for equipment location and meter equipment 
requirements before installing the service and equipment. Provisions for a meter and related equipment, an 
attachment of a service drop, or an underground service lateral must be made at a location acceptable to the 
serving utility. The point of contact for a service drop must permit the clearances required by the NEC.

(3) The height of the center of the service meter must be as required by the serving utility. Secondary 
instrument transformer metering conductor(s) are not permitted in the service raceway.

042 Service conductor - size and rating.

(7) If the service conductors have a lesser ampacity than the overcurrent protection or the equipment rating 
that they terminate in or on, an identification plate showing the ampacity of the conductors must be installed on the 
service equipment.

[Statutory Authority: RCW 19.28.006, 19.28.010, 19.28.031, 19.28.041, 19.28.061, 19.28.101, 19.28.131, 
19.28.161, 19.28.171, 19.28.191, 19.28.201, 19.28.211, 19.28.241, 19.28.251, 19.28.271, 19.28.311, 19.28.321, 
19.28.400, 19.28.420, 19.28.490, 19.28.551, 2002 c 249, chapters 34.05 and 19.28 RCW. 03-09-111, § 296-46B-
230, filed 4/22/03, effective 5/23/03.]
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Lighting 
contactors
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Cabinet main
bonding jumper

& buss
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This slotted steel
channel is

specified as
1-5/8” x 2-7/16”

not 
1-5/8” x 1-5/8”
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Back-fed
main breaker

(not acceptable)

Dual circuit
contactor

(not acceptable)
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Man – that’s one
tall garbage can!!



If you have any questions, please 
contact Terry Thayer at: 

360-705-7290
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